Property Inspection Report
KNIGHTSTAR HOME INSPECTION

3326 LARIAT LANE

GARLAND, TX

OFFICE PHONE (214)552-6422

FAX: (972) 494-4672

EMAIL  KNIGHTSTARS@COMCAST.NET
	[image: image4.jpg]



	Knightstar

8021 Sample Rd

Sample, TX

75000




	Property Inspection Report
KNIGHTSTAR HOME INSPECTION

3326 LARIAT LANE

GARLAND, TX

OFFICE PHONE (214)552-6422

FAX: (972) 494-4672

EMAIL  KNIGHTSTARS@COMCAST.NET

	Prepared For:
 Knightstar                                



(Name of Client)

Concerning:
8021 Sample Road Sample, TX 75000



(Address or Other Identification of Inspected Property)




(Real Estate Office)



(Agent)


[image: image5.jpg]


N/A
N/A




(Title Company)




(Closing Date)

    

	By:                       Peter L. Hughes  License # 6358           03/18/2003     




(Name and License Number of Inspector)

(Date)


	The inspection of the property listed above must be performed in compliance with the rules of the Texas Real Estate Commission (TREC).

The inspection is of conditions, which are present and visible at the time of the inspection, and all of the equipment is operated in normal modes. The inspector must indicate which items are in need of repair or are not functioning and will report on all applicable items required by TREC rules.

This report is intended to provide you with information concerning the condition of the property at the time of inspection. Please read the report carefully. If any item is unclear, you should request the inspector to provide clarification.

It is recommended that you obtain as much history as is available concerning this property. This historical information may include copies of any seller’s disclosures, previous inspection or engineering reports, reports performed for or by relocation companies, municipal inspection departments, lenders, insurers, and appraisers. You should attempt to determine whether repairs, renovation, remodeling, additions or other such activities have taken place at this property.

Property conditions change with time and use. Since this report is provided for the specific benefit of the client(s), secondary readers of this information should hire a licensed inspector to perform an inspection to meet their specific needs and to obtain current information concerning this property.


	ADDITIONAL INFORMATION PROVIDED BY INSPECTOR

	WENT OVER REPORT WITH   AND ANSWERED ALL QUESTIONS.

Property inspected was

 FORMCHECKBOX 
   Occupied
 FORMCHECKBOX 
   Vacant
 FORMCHECKBOX 
        
Parties present at inspection
 FORMCHECKBOX 
   Buyer
 FORMCHECKBOX 
   Seller
 FORMCHECKBOX 
   Listing Agent
 FORMCHECKBOX 
   Buyers Agent

Documents provided to inspector
 FORMCHECKBOX 
   Sellers Disclosure
 FORMCHECKBOX 
   Engineers Report
 FORMCHECKBOX 
  Previous inspection report

Weather Condition during inspection
 FORMCHECKBOX 
  Sunny
 FORMCHECKBOX 
   Overcast
 FORMCHECKBOX 
   Raining
 FORMCHECKBOX 
   Snowing

Outside temperature during inspection
68° 
Time of inspection
1100
Inspection Scope

 FORMCHECKBOX 
   Full

 FORMCHECKBOX 
   Limited  - Reason        
Additional written information provide with this inspection report
 FORMCHECKBOX 
   Yes  (PICTURES)
 FORMCHECKBOX 
   No

Cost of inspection services   $      to be paid at   FORMCHECKBOX 
   Inspection
 FORMCHECKBOX 
  Closing
 FORMCHECKBOX 
 By Mail


	I.   STRUCTURAL SYSTEMS


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	A.  Foundations  (If all crawl space areas are not inspected, provide an explanation.)
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Comments  (An opinion on performance is mandatory.): 

Type of Foundation
 FORMCHECKBOX 

Slab on Grade

 FORMCHECKBOX 

Post Tension Slab



 FORMCHECKBOX 

Floating Slab

 FORMCHECKBOX 

Pier and Beam

Pier and Beam Crawl Space
 FORMCHECKBOX 

Accessible

 FORMCHECKBOX 

Not Accessible

Crawl Space inspected
 FORMCHECKBOX 

From opening 

 FORMCHECKBOX 

From under home

Visibility of Crawl Space
 FORMCHECKBOX 

Full


 FORMCHECKBOX 

Limited

Limited under
 FORMCHECKBOX 

Bathroom     FORMCHECKBOX 
    Kitchen    
 FORMCHECKBOX 
      


	Foundation Performance:
THE FOUNDATION IS PERFORMING ITS INTENDED FUNCTION, AT THIS TIME IN MY OPINION. STRESS OR SIMULAR CRACKS IDENTIFIED IN THE BRICK.   The downspouts are draining water too close to the foundation and over time could damage the foundation.

 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	B. Grading & Drainage

Comments:  
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 IN NEED OF REPAIR:  The down spouts dump water too close to the foundation  This example shows where the downspout is eroding water away under the patio.
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	 FORMCHECKBOX 

 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 C.
Roof Covering  (If the roof is inaccessible, report the method used to inspect)



Comments: This inspection includes the visible roof covering, flashings, skylights, gutters and roof penetrations. 
         
Type of Roof Covering
 FORMCHECKBOX 
 Wood
 FORMCHECKBOX 
 Tile 
 FORMCHECKBOX 
 Composition
 FORMCHECKBOX 
         

Roof Condition
 FORMCHECKBOX 
 Good 
 FORMCHECKBOX 
 Average
 FORMCHECKBOX 
   Aged

                   
Roof Observed from
 FORMCHECKBOX 
 Roof
 FORMCHECKBOX 
 Ladder
     FORMCHECKBOX 
 Ground


 FORMCHECKBOX 
    Unable to make a close observation due to :      
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IN NEED OF REPAIR:  There are loose nails on the flashings and un-coated nails.  These can cause leaks over time.  
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                                                                              See Example


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	D.   
Roof Structure and Attic  (If the attic is inaccessible, report the method used to inspect)

Comments: This inspection includes the visible roof structure and sheathing. The attic and attic space ventilation will be observed , if possible.  

Attic observed from
 FORMCHECKBOX 
    Attic
 FORMCHECKBOX 
    Attic access opening
 FORMCHECKBOX 
    No access

Attic ventilation
 FORMCHECKBOX 
    Soffit vents
 FORMCHECKBOX 
    Exhaust ports

 FORMCHECKBOX 
    Gable vents



 FORMCHECKBOX 
    Ridge vents
 FORMCHECKBOX 
    Wind Turbine(s)
 FORMCHECKBOX 
Power Turbine(s)




 FORMCHECKBOX 
    None Evident



Approximate Depth of Attic Insulation:       


	IN NEED OF REPAIR:   There is a cracked beam in the attic by the heater and entry.   The Soffit vents were painted and peeling.  Baffles were not visible.  The vents should be removed and repaired or replaced as necessary.
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The picture shows an example of a roof support

that is under stress and is bending.


[image: image1.jpg]




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	E.    Walls (Interior & Exterior)

Comments: This inspection includes visible deficiencies of the interior and exterior wall surfaces related to structural performance and water penetration. 


	INTERIOR/  [image: image13.jpg]



EXTERIOR/




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	F.    Ceilings & Floors

Comments: This inspection includes visible deficiencies of the ceilings, floors and stairways related to structural performance or water penetration. 


	CEILINGS/

FLOORS/




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	G.   Doors (Interior & Exterior)

Comments: This inspection includes the visible condition and operation of interior and exterior doors (including the overhead garage doors). 



	 IN NEED OF REPAIR:  Several doors have loose Handles.  The Entry door does not close properly.

The Patio screen door is not functioning.  The Garage door is bent and disconnected from the automatic opener. 

 There is evidence of rot under the door by the patio.




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	H.    Windows

   Comments: This inspection includes the condition of windows and screens. 



	IN NEED OF REPAIR:  The Kitchen window is hard to open.  The upstairs bathroom screen is missing.   The left living room screen is damaged. Most screens do not fit correctly. 




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	I. Fireplace / Chimney

Comments: This inspection includes  the visible components and structure of the fireplace and chimney. 

Type of fireplace
 FORMCHECKBOX 
    Masonry
 FORMCHECKBOX 
    Metal Insert
 FORMCHECKBOX 
    Wood stove/insert

Type of chimney
 FORMCHECKBOX 
    Tile
 FORMCHECKBOX 
    Brick
 FORMCHECKBOX 
    Metal
 FORMCHECKBOX 
         



	 IN NEED OF REPAIR: The fireplace has a gas lighter, and should have a “C” clamp to allow gas fumes to escape if necessary.  

 The chimney has loose boards and shows evidence of moisture damage.





	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	J. Porches, Decks, and Carports (Attached)

Comments: This inspection includes any attached porches, decks, steps, balconies and carports for structural performance.   For safety, decks more than 30 inches above grade require a deck guard.  Stairs require a hand rail. 




	 IN NEED OF REPAIR:   Note that the water from the gutter has washed away the soil under portions of the patio.  See previous picture.




 FORMCHECKBOX 

 FORMCHECKBOX 

 FORMCHECKBOX 

 FORMCHECKBOX 

K. Other

	Comments:
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II. ELECTRICAL SYSTEMS

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	A. Service Entrance & Panels

Comments: This inspection includes the service entrance wiring, electrical panels and sub-panels.   For safety, access to the panels should not be obstructed.   

Wire Type(s) found in Main and Sub Panels:
 FORMCHECKBOX 
  Copper
 FORMCHECKBOX 
  Aluminum
 FORMCHECKBOX 
       



	 IN NEED OF REPAIR:  The service panel has 20 amp breakers that appear to have 14 gauge wire.  This should be verified and repaired by an electrician.  

See the lower left section of the breaker panel.


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	B.  Branch Circuits – Connected Devices and Fixtures (Report as in need of repair the lack of Ground Fault Circuit Protection where required.) Comments: This inspection includes electrical receptacles, switches and fixtures.  GFCI circuits are designed to save lives by shutting off the current if power shorts to ground many times faster than a fuse or breaker.   

Branch circuit wiring
 FORMCHECKBOX 
    Copper
 FORMCHECKBOX 
    Aluminum

Branch circuit wiring is
 FORMCHECKBOX 
    Grounded 3 wire
 FORMCHECKBOX 
    Ungrounded 2 wire




	 IN NEED OF REPAIR:  Several receptacle in the kitchen are not GFCI.  The Entry closet downstairs has a broken light.   The Master Bedroom Closet has an open incandescent bulb.  The Upstairs bathroom has one light not working.  The Center front bedroom has one light not working.  There is an extension cord in the garage used for permanent power for the sprinkler system.  This should be removed and  permanent  power provided.  In the dining room there is a transformer installed that connects to the security system which is not being used, this should be disconnected.  




III.  HEATING, VENTILATION, AND AIR-CONDITIONING SYSTEMS

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	A. Heating Equipment

Type and Energy Source: GAS 
Comments: This inspection is a visible check of the gas and electrical heating systems.  

 I RECOMMEND THAT THE UNIT BE SERVICED ONCE A YEAR BY A LICENSED HVAC COMPANY. 



	Furnace(s) :
Gas

Gas Shut Off Valve :   Present


Branch Line:
Iron 


 Location requirements :    OK

Filter Type:              Disposable 

       


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	B. Cooling Equipment

Type and Energy Source: Electric
Comments: This inspection  is a visible check of the cooling systems.  

I RECOMMEND THAT THE UNIT BE SERVICED ONCE A YEAR BY A LICENSED HVAC COMPANY         


	IN NEED OF REPAIR:  The air conditioning unit is running but is only producing a 12 degree drop in the air temperature between the intake and output air.  This is not adequate to produce effective cooling. 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	C. Ducts and Vents

Comments: This inspection includes the visible condition of the ducts, vents, fans and filters. 


	IN NEED OF REPAIR:  The ducts in the crawl space have loose and damaged insulation.
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	IV.  PLUMBING




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	A. Water Supply System and Fixtures

Comments: This inspection includes the condition of accessible and visible water supply components. 




	 IN NEED OF REPAIR:     The upstairs bathroom has loose caulk around the tub.  The master bathroom has evidence of leaks around the shower door, and evidence of loose shower stall tile, and seal.  The front right faucet is not sealed against the elements.  There is evidence of moisture infiltration from the shower under the “whirl pool tub” 




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	B. Drains, Wastes and Vents

Comments: This inspection includes the condition of accessible and visible waste-water and vent pipes THIS INSPECTION DOES NOT INCLUDE A CLOTHES WASHER DRAIN  



	IN NEED OF REPAIR:  The tailpiece on the kitchen sink is loose and subject to leak.

The Down stairs bathroom drain stopper is not functioning.  

 There is evidence of leaking in the crawl space from the downstairs back bathroom. 
 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	C.  Water Heating Equipment    (Report as in need of repair those conditions specifically listed as

       recognized hazards by TREC rules.) 

       Energy Source:       
Comments: This inspection includes visible condition of the water heating equipment.

      


	 IN NEED OF REPAIR:  The water heater has a loose thermal blanket that should be repaired or removed.




	 FORMCHECKBOX 

 FORMCHECKBOX 

 FORMCHECKBOX 

 FORMCHECKBOX 

D.  Hydro-Therapy Equipment

Comments: This inspection includes the visible condition of built-in hydrotherapy  equipment. 





	


	V. APPLIANCES




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	A. Dishwasher

Comments: The visual inspection of the dishwasher includes the door gasket, control knobs, and interior parts, ( dish tray, rollers, spray arms, and the soap dispenser). 

        


	 IN NEED OF REPAIR: The cap to the rinse agent is missing


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	B. Food Waste Disposer

Comments: The visual inspection includes the splashguard, grinding components, and exterior. 




	 




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	C. Range Hood

Comments: The visual inspection includes the filter, vent pipe, and switches as well as operate the blower 




	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	D. Ranges / Ovens / Cooktops

Comments: The visual inspection of the range / oven / cook tops includes the knobs, elements, handles, glass panels, lights or light covers, and  inadequate clearance from combustibles.  




	Oven temp when set to 350 :   379         

IN NEED OF REPAIR:  The oven light is not functioning  The oven temperature is higher than expected when set to 350.  

 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	E. Microwave Cooking Equipment

Comments: The visual inspection of the microwave cooking equipment includes the knobs, handles, glass panels ,door and seals. 


	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	F. Trash Compactor

Comments: The visual inspection of the trash compactor includes the overall condition of the unit and operation of the unit.  


	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	G. Bathroom Exhaust Fans and/or Heaters

Comments: The visual inspection includes the operation of the unit, observing sound, speed and vibration level.   


	


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	H. Whole House Vacuum Systems

Comments: The visual  inspection includes the condition of the main unit, operate the unit if possible, and inspect the systems from all accessible outlets throughout the house. 


	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	I. Garage Door Operators

Comments: The visual inspection includes the condition and operation of the garage door operator.  


	IN NEED OF REPAIR:  The garage door is broken.  It is not connected to the automatic opener.  The opener can not be tested.  The lock on the door needs to be disabled.





	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	J. Door Bell and Chimes

Comments: The visual inspection includes the condition and operation of the unit. 


	


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	K. Dryer Vents

Comments: The visual inspection includes the condition and the routing of ducts (where visible and accessible.)


	IN NEED OF REPAIR:  The dryer vent is loose and is not protected from environmental infiltration.




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	L. Other Built-in Appliances

Comments: This inspection may include various built-in appliances.  


	


	VI.  OPTIONAL SYSTEMS


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  
Lawn Sprinklers


Comments: The visual inspection of the sprinkler system includes operating all zones or stations on the system manually and observe water flow at the circuit heads. The inspector will not inspect the automatic function of the timer or control box, the rain sensor, or the effectiveness of anti-siphon valves or backflow preventers.  




	Anti Siphon Valve(s) Present ?     Yes or No


 Back Flow Preventers Present ?   Yes or No

 Shut Off Valve(s) Present ? Yes or No

Areas of non coverage:


NOT INSPECTED PER customer request




	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  
Swimming Pools and Equipment

Comments: The visual inspection of the swimming pool and/or spa includes the condition of pool surfaces, identifying cracks or deterioration of the surface(s), and observation of the condition of tiles, copings, and decks.   The inspector does not dismantle or open components or lines, add water, determine underground leaks or operate ancillary equipment.   


Unit is a:
 FORMCHECKBOX 
  Swimming Pool
 FORMCHECKBOX 
    Spa
 FORMCHECKBOX 
  Pool / Spa Combination


Type of pool/spa construction    FORMCHECKBOX 
    Gunite   
 FORMCHECKBOX 
    Fiberglass 
 FORMCHECKBOX 
    Vinyl
 FORMCHECKBOX 
         

GFCI on Pool / Spa Light
 FORMCHECKBOX 
    Present
 FORMCHECKBOX 
    Not Present


Type of Heater            
 FORMCHECKBOX 
    Not Present    
 FORMCHECKBOX 
    Electric
 FORMCHECKBOX 
    Gas


Gas Shut Off Valve
 FORMCHECKBOX 
  Present
 FORMCHECKBOX 
  Accessible
 FORMCHECKBOX 
Not Present and/or Observable

Branch Line
 FORMCHECKBOX 
  Iron / Flex

 FORMCHECKBOX 
  Copper
 FORMCHECKBOX 
       
Fence / Enclosure
 FORMCHECKBOX 
  Present
 FORMCHECKBOX 
  Not Present


	


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  
Outbuildings

Comments: The visual inspection of detached outbuildings includes the structural performance and     water  penetration, as well as the electrical, plumbing, and HVAC components (if present).  


	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  
Outdoor Cooking Equipment

   
Energy Source:       

Comments: The visual inspection of the outdoor cooking equipment includes the condition of control knobs, handles, burner bars, grills, box, rotisserie (if present), and heat diffusion material as well as observe the stability of the unit and pedestal.  




	


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  
Gas Lines

   
Comments: The inspection of the gas line is limited to the condition of all accessible and visible gas piping.   


	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  
Water Wells    (A coliform analysis recommended)

   
Type of Pump
 FORMCHECKBOX 
    Submersible
 FORMCHECKBOX 
    Surface
 FORMCHECKBOX 
    Electric


 FORMCHECKBOX 
    Mechanical
 FORMCHECKBOX 
    Pump Jack


Storage Equipment
 FORMCHECKBOX 
    Pressure Tank
 FORMCHECKBOX 
    Atmospheric Tank
 FORMCHECKBOX 

None Comments: The inspection of the water well includes the pump and storage equipment, operating at least two fixtures simultaneously while observing to determine water pressure, flow and operation of pressure switches.


The inspector will not open, uncover, or remove the pump, heads, screens, lines, or other component parts of the system. He will not determine water quality or potability or the reliability of the water supply or source, or locate or verify underground water leaks.   

 
Location of Well
     
System tested        minutes


Type of Well
 FORMCHECKBOX 
    Cistern
 FORMCHECKBOX 
    Drilled-Electric
 FORMCHECKBOX 
    Drilled-Wind




	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  
Septic Systems

   
Comments: The visual inspection of the septic system includes the condition of accessible and visible components of the system at the time of the inspection.


The inspector will not excavate or uncover the system or its components to determine the size, adequacy, or efficiency of the system. He will not determine the type of construction used unless readily known without excavation or destructive examination.  The inspector recommends that the owner has the system checked annually. 


System presently in use
 FORMCHECKBOX 
    Yes
 FORMCHECKBOX 
    No


Type of System
 FORMCHECKBOX 
    Aerobic
 FORMCHECKBOX 
    Anaerobic


Other Equipment
 FORMCHECKBOX 
    Aerators
 FORMCHECKBOX 
    Dosing Pump


Location of Tank/Drain field area
 FORMCHECKBOX 
    Front
 FORMCHECKBOX 
    Rear
 FORMCHECKBOX 
 Side    FORMCHECKBOX 
    Unknown


	


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	  Security Systems


	

Comments:
Knightstar Home Inspection recommends the security system be inspected by a reputable security company. 

	 


	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	   Fire Protection Equipment

Comments: Smoke detectors should be located in each bedroom,  outside of each sleeping area in the immediate vicinity of the sleeping rooms, and on each story of the dwelling, including the basement and cellar.



	 


return to the home page






Promulgated by the Texas Real Estate Commission (TREC) P. O. Box 12188, Austin, TX 78711-2188, 

1-800-250-8732 or (512) 459-6544 (http:\\www.trec.state.tx.us). REI 7A-0

Page 2 of 14

